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NOTES:

1. UNDERGROUND CONDUITS SHALL BE FURNISHED AND INSTALLED BY THE
ELECTRICAL CONTRACTOR IN ACCORDANCE WITH THE OWNER’S REQUIREMENTS.

2. MINIMUM BENDING RADIUS FOR UNDERGROUND CONDUITS AND CABLES SHALL
BE 12" FOR 2" CONDUIT.
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